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Abstract

Transducers used at KSC, in support of processing and
launch of flight vehicles and payloads, are designed and

tested to meet specific program requirements. Any equip-

ment, transducer or support instrumentation in direct con-

tact or in support to flight vehicle operations is considered
ground support equipment (GSE) and required to meet

strict program requirements (i.e. Space Shuttle Program,

Space Station Program, Evolved Expendable Launch Vehi-
cles, etc.)

Transducers used in KSC applications are based on Com-
mercial-Off-The-Shelf transducers and sensor. In order to

full), meet KSC requirements, these transducers evolve from

standard COTS to modified COTS.

The Transducer and Data Acquisition Group of the Instru-

mentation Branch at Kennedy Space Center is responsible

for providing the technical expertise as well as qualifica-

tion-testing capability to transform these COTS transducers

in modified COTS suitable for use around flight hardware.

INTRODUCTION

Kennedy Space Center (KSC) is the primary launch center
for manned rockets in the United States of America. To-

gether with Cape Canaveral Air Force Station (CCAFS), it

provides the majority of rocket launches per year in the US
and worldwide.

An extensive support infrastructure for the assembly, proc-
essing, storage, launch and retrieval of flight vehicles have

been in existence since the beginning of the space explora-

tion program.

To support the different phases of assembly, processing,
checkout and launch of these vehicles and their payloads,

an intricate instrumentation system has been created. There

are approximately 3000 different transducers just to support

Space Shuttle Pads and Orbiter processing facilities. Of

those 3000+ transducers, approximately eighty percent
(80%) of them are temperature and pressure transducers.

Transducers used in these facilities are required to meet

specific program requirements. Any piece of equipment,

transducer or support instrumentation in direct contact or in

support to flight vehicle operations is considered ground

support equipment (GSE) and required to meet strict pro-

gram requirements. Depending which program they support

(i.e. Space Shuttle Program, Space Station Program,

Evolved Expendable Launch Vehicles, etc.) these require-
ments are slightly different. The instrumentation group at

KSC generates and distributes specification documents for

each of these GSE transducers, in accordance with program

requirements.

Although it is very desirable to maximize the use of com-

mercial-off-the-shelf (COTS) transducers and sensors, in

reality these transducers evolve from standard COTS to
modified COTS before they meet program requirements.

The Transducer and Data Acquisition Group of the Instru-
mentation Branch at Kennedy Space Center is responsible

for providing transducers and sensors' technical expertise at

KSC. The Group also provides qualification-testing capa-
bility for transducer certification of all GSE instrumentation

utilized by the Space Shuttle Program and the Space Station

Program at the Space Station Processing Facility (SSPF).

This article will briefly present first some of the program

requirements that makes transducers' selection at KSC so

specific and unique. Then, the article will provide a few
examples of transducers and special tools being utilized in

support of vehicle processing and launch applications at
KSC.

The authors will also like to recognize that several other

efforts in the area of sensors' development and special tools

development are currently going on at Kennedy Space Cen-
ter that are not part of this group and are not included in
this article.

SENSOR REQUIREMENTS

Most of the space vehicles program requirements are for-

mulated based on three main premises. First they are estab-
lished to assure the safe operation of personnel, flight vehi-

cles and payloads, and support infrastructure. Transducers

utilized around the hazardous environments surrounding a

flight vehicle must comply with this premise. Secondly,

they are established to assure accurate, predictable, repeat-

able operations to successfully support critical operations.
Finally, they are established to assure system and equip-

ment reliability, and low maintainability. The transducers

approved for use have to comply with these premises and

meet the detailed program requirements.

No less important are requirements designed to assure

transducers' interchangeability, commonality, traceability



andcompliancetotheexistingLaunch Processing Systems
(LPS).

Transducers qualification testing is performed at KSC to

identify commercial manufacturers and products that meet

all these requirements. An average of six months is re-

quired to qualify a transducer for GSE applications. This
six-month span includes performing all functional and envi-

ronmental testing as well as working with manufacturers to

bring their products to compliance.

Examples of testing designed to verify requirements related

to transducers safe operation are normally the following:

• Vibration testing to launch environment levels. Dura-

tion of this testing is base normally on 100 launches. It

assures not only transducer survivability but also trans-

ducer integrity (they do not become damaging debris to

flight vehicles or personnel).

• EMI/EMC testing based on MIL-STD-461. This test-

ing assures transducers and equipment does not emit or
are susceptible to electromagnetic and radio frequency

interference that could affect their nominal operation.

• Materials compatibility testing usually but not exclu-
sively related to hydrogen, oxygen and hypergols
(MMH, N204).

Testing is also performed to assure accurate, predictable,

repeatable measurements are provided to support critical
operations. As example, the following testing and analytical

calculations are performed:

• A series of at least three calibration runs with at least 6

calibration points (0, 20, 40, 60, 80, and 100% of Full
Scale) on each run, both upward and downward direc-
tions.

• Linearity, repeatability, hysteresis, accuracy and error

band calculations to assure measurement precision.

To assure measurement and transducers reliability, long

term testing and accelerated aging testing is performed.

Among them:

• Temperature testing in the industrial temperature range
of-25 to 85°C. Calibration runs are performed at each

temperature steps and calculations related to accuracy

and error band are performed.

• Drift (8 hours) and Stability (90 days) testing is per-

formed to assure longevity of transducers.

Additionally, testing is also performed to assure compatibil-

ity to the Launch Processing System (LPS), among others.

Again, the origin of these transducers is COTS products,

normally from the aerospace division of a commercial
manufacturer. By the end of the process, the result is a

modified version of these COTS to meet program require-
ments.

SENSORS APPLICATIONS

A) CRYOGENIC APPLICATIONS.

Temperature sensors are the most commonly used transduc-

ers in cryogenic applications at KSC. Traditionally, they

are platinum resistance temperature devices (RTDs) sen-

sors, with high purity platinum material (c_=0.000395) and

Ro of 1,400 _. They are used where high accuracy, high

signal-to-noise ratio and narrow temperature ranges are
required. Thermocouples (TC) temperature probes are used

where a less stringent application is performed. These PRT

probes are COTS temperature sensors, enclosed in a spe-
cially designed and tested stainless steel housing to with-

stand vibration and bending stresses from the environment

they are in (Figure 1). Advancements in silicon diode tech-

nology, coupled with the lack of availability of these 1,400

probes, prompted the Transducers Group to fully qualify

silicon diode temperature probes for cryogenic applications.

This technology works great at liquid hydrogen (LH2) tem-

peratures. It provides excellent sensitivity, signal-to-noise
ratio, and accuracy. Unfortunately, they under-perform

PRTs at liquid oxygen temperature ranges. The Transduc-

ers Group is presently qualifying a high purity platinum

temperature probe (o_=0.00039 6) with Ro of 1,000 _.

Figure 1. - Cryogenic Temperature Probes

Cryogenic flow measurements are also a critical application

at KSC. Flow meters are used to quantify the loading of

liquid oxygen in the External Tank (ET) of the Space Shut-

tle. These meters have to work at liquid oxygen tempera-
tures and be accurate to below 1% of full scale. There are

not many technologies that meet these requirements. Pres-

ently, the Transducers Group is working to qualify 2 inch

diameter, Vortex Shedding-type flow meters to support

these needs (Figure 2).
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Figure 2. - Vortex Shedding Flowmeter Used in
Cryogenic Applications

B) HYPERGOL APPLICATIONS.

Another application where COTS transducers and test

equipment are used to support Shuttle Operations is the
flow calculation of Hypergol (MMH and N204) commodi-

ties. It is required to accurately know the amount of com-
modities loaded in the Space Shuttle Orbiter every mission.

These commodities are used by the orbital maneuvering

systems to steer the Orbiter in space. Flow meters used

previously at the launch pads were turbine flow meters and

historically have had the problem of responding to not only

liquid flowing but also to bubbles in the system, thus ren-
dering inaccurate measurements. Furthermore, bearing

damage, due to over spinning as a resulting from gas in the

lines, was prevalent. Additionally, they trapped toxic hy-

pergol commodities inside, thus creating a potential haz-
ardous condition for personnel calibrating and replacing
these units.
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Figure 3. - Coriolis Flowmeter Used in Hypergol
Applications

A new straight tube Coriolis-type flow meter has been

qualified for used at the launch pads for hypergol applica-
tions. The new meter is a mass flowmeter, which accounts

for bi-phase flow and reverse flow accurately. The meter is
very accurate (0.2% of FS), although KSC has qualified the

meter under Shuttle Operations conditions as a 1% device

(recognizing that some of the uncertainties come from the

test equipment itself). Several modifications were made to
the meter to comply with KSC requirements, mainly in the

areas of connectors and seals (to be compatible with hyper-

gol media). The meters are presently installed in launch
Pad A and have supported several hypergol flows success-

fully (Figure 3).

C) SPECIAL TOOLS

Tire pressure monitor (TPM) Shuttle Operations require-
ments call for performing pressurization and pressurization

decay tests to validate the Shuttle Orbiter tires and struts for

flight, to identify any leak paths during processing before
the Orbiter is ready for flight. To achieve this task, an in-

strumentation system capable of working at 450 pounds per

square inch absolute (PSIA) and detecting 0.1-psi changes

is required. The request and design of the new tool was

prompted by safety concerns related to the long pressurized

lines of the existing system, as well as borderline accuracy
vs. needs of the existing Shuttle instrumentation. The Tire

and Strut Pressure Monitor (TPM) project goal was to de-

sign a handheld system to accurately measure Orbiter Tire
and Strut pressure and temperature, thus removing the need

for the large and unwieldy system presently in use.

The project team performed an extensive market research to
select small, highly accurate pressure and temperature sen-

sors to incorporate in the design. Based on these sensors,

the team started the design of the optimum mechanical in-
terface between the tire/strut valve and the sensors, and the

design of a compact, hand-held electronics unit that pro-
vided rapid, reliable pressure/ temperature data display.

COTS pressure and temperature sensors were selected and

a housing was designed for attachment as close to the tire or
strut measurement location as possible, allowing the user to

make accurate measurements rapidly. This minimized the

length of high-pressure lines and allowed reasonable dis-
tance from the tire or strut to the operator.

The pressure measurement portion of the proposed system
centers on a small, highly accurate pressure sensor. The

commercially available sensor is capable of delivering pres-

sure measurements repeatable to within 0.03 PSIA. Tem-

perature compensation and correction is required to main-

tain this tight tolerance through out the wide operating tem-

perature range. The complete pressure sensor assembly,
housed in a stainless steel enclosure, contains the pressure

sensor, a temperature sensor and electronics for precision
excitation to the pressure sensor and amplification of pres-

sure and temperature measurements. The sensing unit



housing,fittingsandunit'sorientationwasdesignedto al-
lowforeasyinstallationandremovalbytechnicians.
TheTireandStrutPressureMonitoruserinterfaceis a
hand-helddevicethatcanbepoweredby12-VACorby9-
VDCbatteries.Withintheuser•interface,electronicspro-
videsupplyvoltagetothesensingunitelectronics,aswell
aslow passfilteringandanalog-to-digitalconversionof
sensorsmeasurements.Thesystemincludesasmartsoft-
warealgorithmembeddedin a micro-controller.Utilizing
complexconversionequationsdevelopedfrompressureand
temperaturesensorcalibrationdata;thesystemiscapableto
optimizemeasurementsaccuracyat anygivenoperating
temperature.Thankstothedevelopedsoftwarealgorithm,
thesystemiscapableof maintainingtherequiredaccuracy
throughouttherequiredtemperaturerange(20degreesto120
degreesFahrenheit).Thehand-heldelectronicsprovidethe
userwithaneasilyreadvisualdisplayof pressure/ tem-

perature or the streaming of pressure / temperature data via

an RS-232 interface (Figure 4).

Additionally, calibration software will allow for calibration

data to be automatically utilized for the generation of new

data conversion equations, simplifying the calibration proc-
esses that are so critical to reliable measurements.

Figure 4. - Tire Pressure Monitor (TPM) sensor
head and handheld unit.

ET Centering and Alignment System (JET CAS): When

the External Tank (ET) is mated to the Solid Rocket Boost-

ers (SRB); it is necessary that the ET be precisely posi-
tioned. The ET CAS is a tool that assists personnel in this

operation by providing an automated measurement of the

distance that separates the ET from each SRB. The ET

CAS also provides a laser-generated line that assists per-
sonnel in aligning the ET such that the two SRBs and the
ET have the same centerline. The current ET CAS uses two

sensor units that each contain an acoustic sensor and a laser

crosshair. These are connected to a central display unit by

long cables that provide power to the sensors and a path for
the measurement data. The sensor units are attached to the

SRB by magnets. These acoustic sensors require frequent

calibration and are suspect at temperature extremes.

The enhanced system being developed is a wireless, laser-

based centering tool. It uses a new COTS laser distance
sensor to measure the distance between the SRB and the ET

and also provide a line for the centerline adjustment. Labo-

ratory testing is characterizing the sensor's performance
over the required temperature range. A temperature meas-

urement will be used in the system to compensate for envi-

ronmental changes.

The new system uses wireless technology to communicate
to a new User Interface. The core of the communications

system is based on a wireless system that was also devel-

oped in the Transducer and Data Acquisition Group. This
wireless system will be integrated with the laser distance

sensor, a custom control and power circuit, and a battery

pack to create the sensor unit (Figure 5). This new sensor

unit package will be magnetically attached to the SRB to
support the operations. The new User Interface has a small

color LCD touch screen panel that will show the relative
position of the ET to the SRB both numerically and

graphically.

The new ET CAS will have a number of advantages over

the current system. The laser distance sensor will provide

greater accuracy and will not require calibration. The entire

system will fit in a case the size of a deep briefcase. The
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wireless system will allow the engineer, using the interface

display unit, to relocate out of the way of the operation.
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SUMMARY

Transducers used at KSC in support of processing and

launch of flight vehicles and payloads are required to meet

specific program requirements. Any equipment, transducer
or support instrumentation in direct contact or in support to

flight vehicle operations is considered ground support

equipment (GSE) and required to meet strict program re-

quirements (i.e. Space Shuttle Program, Space Station Pro-

gram, Evolved Expendable Launch Vehicles, etc.)

Although it is very desirable to maximize the use of

commercial-off-the-shelf (COTS) transducers and sensors,

in reality, these transducers evolve from standard COTS to

modified COTS before they meet program requirements.

The Transducer and Data Acquisition Group of the Instru-

mentation Branch at Kennedy Space Center is responsible

for providing transducers and sensors' technical expertise,

as well as providing qualification testing capability for
transducer certification of all GSE instrumentation utilized

by the Space Shuttle Program and the Space Station Pro-

gram at the Space Station Processing Facility (SSPF).




